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Definitions/Glossary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Qualifiers

GC/MS Semi VOA
Qualifier Description

*+ LCS and/or LCSD is outside acceptance limits, high biased.

Qualifier

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

GC Semi VOA
Qualifier Description

F1 MS and/or MSD recovery exceeds control limits.

Qualifier

J Result is less than the RL but greater than or equal to the MDL and the concentration is an approximate value.

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Eaton Analytical South Bend
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Job Narrative
810-94944-1

Analytical test results meet all requirements of the associated regulatory program listed on the Accreditation/Certification Summary
Page unless otherwise noted under the individual analysis. Data qualifiers are applied to indicate exceptions. Noncompliant
quality control (QC) is further explained in narrative comments.

· Matrix QC may not be reported if insufficient sample or site-specific QC samples were not submitted. In these situations, to
demonstrate precision and accuracy at a batch level, a LCS/LCSD may be performed, unless otherwise specified in the
method.

· Surrogate and/or isotope dilution analyte recoveries (if applicable) which are outside of the QC window are confirmed
unless attributed to a dilution or otherwise noted in the narrative.

Regulated compliance samples (e.g. SDWA, NPDES) must comply with the associated agency requirements/permits.

Receipt
The sample was received on 2/23/2024 9:00 AM. Unless otherwise noted below, the sample arrived in good condition, and, where
required, properly preserved and on ice. The temperature of the cooler at receipt time was 1.6°C.

Receipt Exceptions
<Vial was dropped and vroke no sample left use other 505 vial for testing.>

Mechanical Room Sink (East Wing) (810-94944-1)

GC/MS Semi VOA
Method 525.2_PREC: The low level laboratory control sample (LLCS) for preparation batch 810-90084 and analytical batch
810-90145, 525.2, recovered outside control limits for the following analytes: Heptachlor epoxide @ 222% (Range 50-150%).
These analytes were biased high in the LLCS and were not detected in the associated samples; therefore, the data have been
reported. Impacted samples: 810-94944-1.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

GC Semi VOA
Method 515.3_PREC: The matrix spike / matrix spike duplicate (810-94944-C-1-E MS / 810-94944-C-1-F MSD) recoveries for
preparation batch 810-90109 and 810-90179 and analytical batch 810-90238 were outside control limits (70% - 130%) for
Acifluorfen (136% / 133%). See QC Sample Results for detail. Sample matrix interference and/or non-homogeneity are suspected
because the associated CCV recoveries were within acceptance limits. Acifluorfen was biased high in the associated MS/MSD
and was not detected in the parent sample. Result not affected.

No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

HPLC/IC
No additional analytical or quality issues were noted, other than those described above or in the Definitions/ Glossary page.

Case Narrative
Client: Trace Analytical Laboratories Job ID: 810-94944-1
Project: 24B1385

Eurofins Eaton Analytical South Bend

Job ID: 810-94944-1 Eurofins Eaton Analytical South Bend
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Detection Summary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Client Sample ID: Mechanical Room Sink (East Wing) Lab Sample ID: 810-94944-1

 No Detections.

Eurofins Eaton Analytical South Bend

This Detection Summary does not include radiochemical test results.
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Client Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Lab Sample ID: 810-94944-1Client Sample ID: Mechanical Room Sink (East Wing)
Matrix: Drinking WaterDate Collected: 02/22/24 11:30

Date Received: 02/23/24 09:00

Method: EPA 525.2 - Semivolatile Organic Compounds (GC/MS)
RL

<0.0097 *+ 0.0097 ug/L 02/27/24 07:40 02/28/24 06:06 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Heptachlor epoxide

0.58 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.58Di(2-ethylhexyl)adipate

0.58 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.58Di (2-ethylhexyl)phthalate

0.097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.097Hexachlorobenzene

0.068 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.068Simazine

0.097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.097Alachlor

0.097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.097Atrazine

0.019 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.019Benzo[a]pyrene

0.019 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.019gamma-BHC (Lindane)

0.0097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.0097Endrin

0.097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.097Methoxychlor

0.0097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.0097Heptachlor

0.097 ug/L 02/27/24 07:40 02/28/24 06:06 1<0.097Hexachlorocyclopentadiene

2-Nitro-m-xylene 96 70 - 130 02/27/24 07:40 02/28/24 06:06 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Perylene-d12 85 02/27/24 07:40 02/28/24 06:06 170 - 130

Triphenylphosphate 115 02/27/24 07:40 02/28/24 06:06 170 - 130

Method: EPA 505 - Organochlorine Pesticides/PCBs (GC)
RL

<0.080 0.080 ug/L 02/26/24 07:34 02/26/24 18:39 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

PCB-1016

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1221

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1232

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1242

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1248

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1254

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10PCB-1260

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10Chlordane (technical)

0.50 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.50Toxaphene

0.10 ug/L 02/26/24 07:34 02/26/24 18:39 1<0.10Total PCBs as DCB (Qualitative)

Method: EPA 515.3 - Herbicides (GC)
RL

<0.50 0.50 ug/L 02/27/24 11:19 02/29/24 02:40 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

2,4,5-T

0.10 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.102,4,5-TP (Silvex)

0.10 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.102,4-D

1.0 ug/L 02/27/24 11:19 02/29/24 02:40 1<1.0 F1Acifluorfen

0.50 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.50Bentazon

0.50 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.50DCPA (acid degradates)

1.0 ug/L 02/27/24 11:19 02/29/24 02:40 1<1.0Dalapon

0.10 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.10Dicamba

0.10 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.10Dinoseb

0.040 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.040Pentachlorophenol

0.10 ug/L 02/27/24 11:19 02/29/24 02:40 1<0.10Picloram

2,4-Dichlorophenylacetic acid 110 70 - 130 02/27/24 11:19 02/29/24 02:40 1

Surrogate Dil FacAnalyzedPreparedQualifier Limits%Recovery

Eurofins Eaton Analytical South Bend
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Client Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Lab Sample ID: 810-94944-1Client Sample ID: Mechanical Room Sink (East Wing)
Matrix: Drinking WaterDate Collected: 02/22/24 11:30

Date Received: 02/23/24 09:00

Method: EPA 531.2 - Carbamate Pesticides (HPLC) - Dissolved
RL

<0.50 0.50 ug/L 02/27/24 00:46 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

Aldicarb

0.70 ug/L 02/27/24 00:46 1<0.70Aldicarb sulfone

0.50 ug/L 02/27/24 00:46 1<0.50Aldicarb sulfoxide

0.50 ug/L 02/27/24 00:46 1<0.50Baygon (Propoxur)

0.50 ug/L 02/27/24 00:46 1<0.50Carbaryl

0.90 ug/L 02/27/24 00:46 1<0.90Carbofuran

0.50 ug/L 02/27/24 00:46 1<0.503-Hydroxycarbofuran

1.0 ug/L 02/27/24 00:46 1<1.0Methiocarb

0.50 ug/L 02/27/24 00:46 1<0.50Methomyl

1.0 ug/L 02/27/24 00:46 1<1.0Oxamyl

Eurofins Eaton Analytical South Bend
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Surrogate Summary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method: 525.2 - Semivolatile Organic Compounds (GC/MS)
Prep Type: Total/NAMatrix: Drinking Water

Lab Sample ID Client Sample ID (70-130) (70-130) (70-130)

2NMX PRY TPP

96 85 115810-94944-1

Percent Surrogate Recovery (Acceptance Limits)

Mechanical Room Sink (East Wing)

96 104 105LCS 810-90084/3-A Lab Control Sample

91 99 99LLCS 810-90084/2-A Lab Control Sample

93 91 97MB 810-90084/1-A Method Blank

Surrogate Legend

2NMX = 2-Nitro-m-xylene

PRY = Perylene-d12

TPP = Triphenylphosphate

Method: 515.3 - Herbicides (GC)
Prep Type: Total/NAMatrix: Drinking Water

Lab Sample ID Client Sample ID (70-130)

DCPAA2

110810-94944-1

Percent Surrogate Recovery (Acceptance Limits)

Mechanical Room Sink (East Wing)

106810-94944-1 MS Mechanical Room Sink (East 

Wing)

101810-94944-1 MSD Mechanical Room Sink (East 

Wing)

105LLCS 810-90109/2-B Lab Control Sample

110MB 810-90109/1-B Method Blank

Surrogate Legend

DCPAA = 2,4-Dichlorophenylacetic acid

Eurofins Eaton Analytical South Bend
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QC Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method: 525.2 - Semivolatile Organic Compounds (GC/MS)

Client Sample ID: Method BlankLab Sample ID: MB 810-90084/1-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90145 Prep Batch: 90084

RL

Heptachlor epoxide <0.0099 0.0099 ug/L 02/27/24 07:40 02/27/24 19:57 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<0.59 0.59 ug/L 02/27/24 07:40 02/27/24 19:57 1Di(2-ethylhexyl)adipate

<0.59 0.59 ug/L 02/27/24 07:40 02/27/24 19:57 1Di (2-ethylhexyl)phthalate

<0.099 0.099 ug/L 02/27/24 07:40 02/27/24 19:57 1Hexachlorobenzene

<0.069 0.069 ug/L 02/27/24 07:40 02/27/24 19:57 1Simazine

<0.099 0.099 ug/L 02/27/24 07:40 02/27/24 19:57 1Alachlor

<0.099 0.099 ug/L 02/27/24 07:40 02/27/24 19:57 1Atrazine

<0.020 0.020 ug/L 02/27/24 07:40 02/27/24 19:57 1Benzo[a]pyrene

<0.020 0.020 ug/L 02/27/24 07:40 02/27/24 19:57 1gamma-BHC (Lindane)

<0.0099 0.0099 ug/L 02/27/24 07:40 02/27/24 19:57 1Endrin

<0.099 0.099 ug/L 02/27/24 07:40 02/27/24 19:57 1Methoxychlor

<0.0099 0.0099 ug/L 02/27/24 07:40 02/27/24 19:57 1Heptachlor

<0.099 0.099 ug/L 02/27/24 07:40 02/27/24 19:57 1Hexachlorocyclopentadiene

2-Nitro-m-xylene 93 70 - 130 02/27/24 19:57 1

MB MB

Surrogate

02/27/24 07:40

Dil FacPrepared AnalyzedQualifier Limits%Recovery

91 02/27/24 07:40 02/27/24 19:57 1Perylene-d12 70 - 130

97 02/27/24 07:40 02/27/24 19:57 1Triphenylphosphate 70 - 130

Client Sample ID: Lab Control SampleLab Sample ID: LCS 810-90084/3-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90145 Prep Batch: 90084

Heptachlor epoxide 1.97 2.17 ug/L 110 70 - 130

Analyte

LCS LCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

Di(2-ethylhexyl)adipate 1.97 2.37 ug/L 120 70 - 130

Di (2-ethylhexyl)phthalate 1.97 2.20 ug/L 112 70 - 130

Hexachlorobenzene 1.97 1.90 ug/L 96 70 - 130

Simazine 1.97 2.04 ug/L 103 70 - 130

gamma-BHC (Lindane) 1.97 2.04 ug/L 104 70 - 130

Endrin 1.97 2.22 ug/L 113 70 - 130

Methoxychlor 1.97 2.01 ug/L 102 70 - 130

Heptachlor 1.97 2.16 ug/L 109 70 - 130

Hexachlorocyclopentadiene 1.97 1.73 ug/L 88 70 - 130

2-Nitro-m-xylene 70 - 130

Surrogate

96

LCS LCS

Qualifier Limits%Recovery

104Perylene-d12 70 - 130

105Triphenylphosphate 70 - 130

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 810-90084/2-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90145 Prep Batch: 90084

Heptachlor epoxide 0.00994 0.0220 *+ ug/L 222 50 - 150

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

Di(2-ethylhexyl)adipate 0.597 0.647 ug/L 109 50 - 150

Di (2-ethylhexyl)phthalate 0.597 0.634 ug/L 106 50 - 150

Eurofins Eaton Analytical South Bend
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QC Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method: 525.2 - Semivolatile Organic Compounds (GC/MS) (Continued)

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 810-90084/2-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90145 Prep Batch: 90084

Hexachlorobenzene 0.0994 0.0838 J ug/L 84 50 - 150

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

Simazine 0.0696 0.0589 J ug/L 85 50 - 150

gamma-BHC (Lindane) 0.0199 0.0251 ug/L 126 50 - 150

Endrin 0.00994 0.0122 ug/L 123 50 - 150

Methoxychlor 0.0994 0.0803 J ug/L 81 50 - 150

Heptachlor 0.00994 0.00928 J ug/L 93 50 - 150

Hexachlorocyclopentadiene 0.0994 0.0697 J ug/L 70 50 - 150

2-Nitro-m-xylene 70 - 130

Surrogate

91

LLCS LLCS

Qualifier Limits%Recovery

99Perylene-d12 70 - 130

99Triphenylphosphate 70 - 130

Method: 505 - Organochlorine Pesticides/PCBs (GC)

Client Sample ID: Method BlankLab Sample ID: MB 810-89907/1-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 89930 Prep Batch: 89907

RL

PCB-1016 <0.080 0.080 ug/L 02/26/24 07:34 02/26/24 17:58 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1221

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1232

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1242

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1248

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1254

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1PCB-1260

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1Chlordane (technical)

<0.50 0.50 ug/L 02/26/24 07:34 02/26/24 17:58 1Toxaphene

<0.10 0.10 ug/L 02/26/24 07:34 02/26/24 17:58 1Total PCBs as DCB (Qualitative)

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 810-89907/2-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 89930 Prep Batch: 89907

Chlordane (technical) 0.100 0.0703 J ug/L 70 50 - 150

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 810-89907/3-A

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 89930 Prep Batch: 89907

Toxaphene 0.500 0.568 ug/L 114 50 - 150

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

Eurofins Eaton Analytical South Bend
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QC Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method: 515.3 - Herbicides (GC)

Client Sample ID: Method BlankLab Sample ID: MB 810-90109/1-B

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90238 Prep Batch: 90109

RL

2,4,5-T <0.50 0.50 ug/L 02/27/24 11:19 02/28/24 09:24 1

MB MB

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<0.10 0.10 ug/L 02/27/24 11:19 02/28/24 09:24 12,4,5-TP (Silvex)

<0.10 0.10 ug/L 02/27/24 11:19 02/28/24 09:24 12,4-D

<1.0 1.0 ug/L 02/27/24 11:19 02/28/24 09:24 1Acifluorfen

<0.50 0.50 ug/L 02/27/24 11:19 02/28/24 09:24 1Bentazon

<0.50 0.50 ug/L 02/27/24 11:19 02/28/24 09:24 1DCPA (acid degradates)

<1.0 1.0 ug/L 02/27/24 11:19 02/28/24 09:24 1Dalapon

<0.10 0.10 ug/L 02/27/24 11:19 02/28/24 09:24 1Dicamba

<0.10 0.10 ug/L 02/27/24 11:19 02/28/24 09:24 1Dinoseb

<0.040 0.040 ug/L 02/27/24 11:19 02/28/24 09:24 1Pentachlorophenol

<0.10 0.10 ug/L 02/27/24 11:19 02/28/24 09:24 1Picloram

2,4-Dichlorophenylacetic acid 110 70 - 130 02/28/24 09:24 1

MB MB

Surrogate

02/27/24 11:19

Dil FacPrepared AnalyzedQualifier Limits%Recovery

Client Sample ID: Lab Control SampleLab Sample ID: LLCS 810-90109/2-B

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90238 Prep Batch: 90109

2,4,5-TP (Silvex) 0.100 0.113 ug/L 113 48 - 148

Analyte

LLCS LLCS

DUnitResult Qualifier %Rec

Spike

Added

%Rec

Limits

2,4-D 0.200 0.169 ug/L 84 24 - 138

Dinoseb 0.200 0.238 ug/L 119 39 - 141

Pentachlorophenol 0.0400 0.0444 ug/L 111 30 - 171

Picloram 0.100 <0.10 ug/L 100 24 - 150

2,4-Dichlorophenylacetic acid 70 - 130

Surrogate

105

LLCS LLCS

Qualifier Limits%Recovery

Client Sample ID: Mechanical Room Sink (East Wing)Lab Sample ID: 810-94944-1 MS

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90238 Prep Batch: 90109

2,4,5-T <0.50 3.00 3.54 ug/L 118 70 - 130

Analyte

MS MS

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec

Limits

2,4,5-TP (Silvex) <0.10 1.50 1.71 ug/L 114 70 - 130

2,4-D <0.10 3.00 3.82 ug/L 127 70 - 130

Acifluorfen <1.0 F1 3.00 4.08 F1 ug/L 136 70 - 130

Bentazon <0.50 3.00 3.25 ug/L 108 70 - 130

DCPA (acid degradates) <0.50 3.00 3.25 ug/L 108 70 - 130

Dalapon <1.0 3.00 2.79 ug/L 93 70 - 130

Dicamba <0.10 3.00 3.32 ug/L 111 70 - 130

Dinoseb <0.10 3.00 3.55 ug/L 118 70 - 130

Pentachlorophenol <0.040 0.600 0.650 ug/L 108 70 - 130

Picloram <0.10 1.50 1.79 ug/L 119 70 - 130
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QC Sample Results
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method: 515.3 - Herbicides (GC) (Continued)

Client Sample ID: Mechanical Room Sink (East Wing)Lab Sample ID: 810-94944-1 MS

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90238 Prep Batch: 90109

2,4-Dichlorophenylacetic acid 70 - 130

Surrogate

106

MS MS

Qualifier Limits%Recovery

Client Sample ID: Mechanical Room Sink (East Wing)Lab Sample ID: 810-94944-1 MSD

Matrix: Drinking Water Prep Type: Total/NA

Analysis Batch: 90238 Prep Batch: 90109

2,4,5-T <0.50 3.00 3.54 ug/L 118 70 - 130 0 42

Analyte

MSD MSD

DUnitResult Qualifier %Rec

Spike

Added

Sample

Result

Sample

Qualifier

%Rec

Limits LimitRPD

RPD

2,4,5-TP (Silvex) <0.10 1.50 1.70 ug/L 113 70 - 130 1 22

2,4-D <0.10 3.00 3.77 ug/L 126 70 - 130 1 41

Acifluorfen <1.0 F1 3.00 3.98 F1 ug/L 133 70 - 130 2 37

Bentazon <0.50 3.00 3.04 ug/L 101 70 - 130 7 22

DCPA (acid degradates) <0.50 3.00 3.66 ug/L 122 70 - 130 12 66

Dalapon <1.0 3.00 2.84 ug/L 95 70 - 130 2 40

Dicamba <0.10 3.00 3.28 ug/L 109 70 - 130 1 23

Dinoseb <0.10 3.00 3.52 ug/L 117 70 - 130 1 24

Pentachlorophenol <0.040 0.600 0.652 ug/L 109 70 - 130 0 29

Picloram <0.10 1.50 1.75 ug/L 117 70 - 130 2 43

2,4-Dichlorophenylacetic acid 70 - 130

Surrogate

101

MSD MSD

Qualifier Limits%Recovery

Method: 531.2 - Carbamate Pesticides (HPLC)

Client Sample ID: Method BlankLab Sample ID: MBL 810-89931/1-A

Matrix: Drinking Water Prep Type: Dissolved

Analysis Batch: 89960

RL

Aldicarb <0.20 0.50 ug/L 02/27/24 00:15 1

MBL MBL

Analyte Dil FacAnalyzedPreparedDUnitResult Qualifier

<0.20 0.70 ug/L 02/27/24 00:15 1Aldicarb sulfone

<0.20 0.50 ug/L 02/27/24 00:15 1Aldicarb sulfoxide

<0.20 0.50 ug/L 02/27/24 00:15 1Baygon (Propoxur)

<0.20 0.50 ug/L 02/27/24 00:15 1Carbaryl

<0.30 0.90 ug/L 02/27/24 00:15 1Carbofuran

<0.20 0.50 ug/L 02/27/24 00:15 13-Hydroxycarbofuran

<0.40 1.0 ug/L 02/27/24 00:15 1Methiocarb

<0.30 0.50 ug/L 02/27/24 00:15 1Methomyl

<0.30 1.0 ug/L 02/27/24 00:15 1Oxamyl

Eurofins Eaton Analytical South Bend
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QC Association Summary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

GC/MS Semi VOA

Prep Batch: 90084

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 525.2810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 525.2MB 810-90084/1-A Method Blank Total/NA

Drinking Water 525.2LCS 810-90084/3-A Lab Control Sample Total/NA

Drinking Water 525.2LLCS 810-90084/2-A Lab Control Sample Total/NA

Analysis Batch: 90145

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 525.2 90084810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 525.2 90084MB 810-90084/1-A Method Blank Total/NA

Drinking Water 525.2 90084LCS 810-90084/3-A Lab Control Sample Total/NA

Drinking Water 525.2 90084LLCS 810-90084/2-A Lab Control Sample Total/NA

GC Semi VOA

Prep Batch: 89907

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 505810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 505MB 810-89907/1-A Method Blank Total/NA

Drinking Water 505LLCS 810-89907/2-A Lab Control Sample Total/NA

Drinking Water 505LLCS 810-89907/3-A Lab Control Sample Total/NA

Analysis Batch: 89930

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 505 89907810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 505 89907MB 810-89907/1-A Method Blank Total/NA

Drinking Water 505 89907LLCS 810-89907/2-A Lab Control Sample Total/NA

Drinking Water 505 89907LLCS 810-89907/3-A Lab Control Sample Total/NA

Prep Batch: 90109

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 515.3810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 515.3MB 810-90109/1-B Method Blank Total/NA

Drinking Water 515.3LLCS 810-90109/2-B Lab Control Sample Total/NA

Drinking Water 515.3810-94944-1 MS Mechanical Room Sink (East Wing) Total/NA

Drinking Water 515.3810-94944-1 MSD Mechanical Room Sink (East Wing) Total/NA

Cleanup Batch: 90179

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water Aliquot 90109810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water Aliquot 90109MB 810-90109/1-B Method Blank Total/NA

Drinking Water Aliquot 90109LLCS 810-90109/2-B Lab Control Sample Total/NA

Drinking Water Aliquot 90109810-94944-1 MS Mechanical Room Sink (East Wing) Total/NA

Drinking Water Aliquot 90109810-94944-1 MSD Mechanical Room Sink (East Wing) Total/NA

Analysis Batch: 90238

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 515.3 90179810-94944-1 Mechanical Room Sink (East Wing) Total/NA

Drinking Water 515.3 90179MB 810-90109/1-B Method Blank Total/NA

Drinking Water 515.3 90179LLCS 810-90109/2-B Lab Control Sample Total/NA

Drinking Water 515.3 90179810-94944-1 MS Mechanical Room Sink (East Wing) Total/NA

Drinking Water 515.3 90179810-94944-1 MSD Mechanical Room Sink (East Wing) Total/NA
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QC Association Summary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

HPLC/IC

Filtration Batch: 89931

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water Filtration810-94944-1 Mechanical Room Sink (East Wing) Dissolved

Drinking Water FiltrationMBL 810-89931/1-A Method Blank Dissolved

Analysis Batch: 89960

Lab Sample ID Client Sample ID Prep Type Matrix Method Prep Batch

Drinking Water 531.2 89931810-94944-1 Mechanical Room Sink (East Wing) Dissolved

Drinking Water 531.2 89931MBL 810-89931/1-A Method Blank Dissolved

Eurofins Eaton Analytical South Bend
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Lab Chronicle
Client: Trace Analytical Laboratories Job ID: 810-94944-1

Project/Site: 24B1385

Client Sample ID: Mechanical Room Sink (East Wing) Lab Sample ID: 810-94944-1
Matrix: Drinking WaterDate Collected: 02/22/24 11:30

Date Received: 02/23/24 09:00

Prep 525.2 SC90084 EA SB

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA 02/27/24 07:40

Analysis 525.2 1 90145 CG EA SBTotal/NA 02/28/24 06:06

Prep 505 89907 AM EA SBTotal/NA 02/26/24 07:34 - 02/26/24 10:29 ¹

Analysis 505 1 89930 CM EA SBTotal/NA 02/26/24 18:39

Prep 515.3 90109 ER EA SBTotal/NA 02/27/24 11:19

Cleanup Aliquot 90179 ER EA SBTotal/NA 02/27/24 20:32

Analysis 515.3 1 90238 CM EA SBTotal/NA 02/29/24 02:40

Filtration Filtration 89931 AM EA SBDissolved 02/26/24 10:49

Analysis 531.2 1 89960 RS EA SBDissolved 02/27/24 00:46

¹ This procedure uses a method stipulated length of time for the process.  Both start and end times are displayed.

Laboratory References:

EA SB = Eurofins Eaton Analytical South Bend, 110 S Hill Street, South Bend, IN 46617, TEL (574)233-4777

Eurofins Eaton Analytical South Bend
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Accreditation/Certification Summary
Client: Trace Analytical Laboratories Job ID: 810-94944-1

Project/Site: 24B1385

Laboratory: Eurofins Eaton Analytical South Bend
Unless otherwise noted, all analytes for this laboratory were covered under each accreditation/certification below.

Authority Program Identification Number Expiration Date

Michigan State 9926 06-30-24

The following analytes are included in this report, but the laboratory is not certified by the governing authority.  This list may include analytes 

for which the agency does not offer certification .  

Analysis Method Prep Method Matrix Analyte

505 505 Drinking Water Total PCBs as DCB (Qualitative)

515.3 515.3 Drinking Water 2,4,5-T

515.3 515.3 Drinking Water Acifluorfen

515.3 515.3 Drinking Water Bentazon

515.3 515.3 Drinking Water DCPA (acid degradates)

531.2 Drinking Water Baygon (Propoxur)

531.2 Drinking Water Methiocarb

Eurofins Eaton Analytical South Bend
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Method Summary
Job ID: 810-94944-1Client: Trace Analytical Laboratories

Project/Site: 24B1385

Method Method Description LaboratoryProtocol

EPA525.2 Semivolatile Organic Compounds (GC/MS) EA SB

EPA505 Organochlorine Pesticides/PCBs (GC) EA SB

EPA515.3 Herbicides (GC) EA SB

EPA531.2 Carbamate Pesticides (HPLC) EA SB

EPA505 Extraction, Organochlorine Pesticides/PCBs EA SB

EPA-DW515.3 Extraction of Chlorinated Acids EA SB

EPA525.2 Extraction of Semivolatile Compounds EA SB

NoneAliquot Preparation, Extract aliquot EA SB

NoneFiltration Sample Filtration EA SB

Protocol References:

EPA = US Environmental Protection Agency

EPA-DW = "Methods For The Determination Of Organic Compounds In Drinking Water", EPA/600/4-88/039, December 1988 And Its Supplements.

None = None

Laboratory References:

EA SB = Eurofins Eaton Analytical South Bend, 110 S Hill Street, South Bend, IN 46617, TEL (574)233-4777
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Sample Summary
Client: Trace Analytical Laboratories Job ID: 810-94944-1

Project/Site: 24B1385

Lab Sample ID Client Sample ID Matrix Collected Received

810-94944-1 Mechanical Room Sink (East Wing) Drinking Water 02/22/24 11:30 02/23/24 09:00

Eurofins Eaton Analytical South Bend
Page 19 of 22 3/7/2024

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15


